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UGU      STRUCTURE FOR EFFLUENT DISPOSAL             

UMA/UMB  GENERATOR BUILDING                                  

USR      WASTE WATER TREATMENT AREA (BY OTHERS)                  

URD      CIRCULATING WATER PUMP STRUCTURE                        

UBE      STRUCTURE FOR MV-AUXILIARY POWER TRANSFORMER      
UBF      STRUCTURE FOR GENERATOR TRANSFORMER                     
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UGC      DEMINERALIZED WATER STORAGE TANK                        
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UCA      CONTROL ROOM BUILDING                        

UBA      STRUCTURE FOR POWER CONTROL CENTER                      

UMA/UMB GAS/TURBINE BUILDING


